Appendix A-5: Existing Trunk Storm Sewer Estimated Capacity

Pipe Designation

Flow
From

BEAR CREEK DISTRICT

BC2.30
BC2.31
BC3.34
BC2.36
BC2.37
BC2.40
BC2.41
BC2.42
BC2.43
BC2.44

Flow
To

BC2.31
BC2.32
BC2.35
BC2.37
BC2.38
BC2.41
BC2.42
BC2.43
BC2.44
BC2.45

Appendix A-5: Existing Trunk Storm Sewer

Drainage
Area
(Ac)

8.7
16.9
17.1
21.9
34.9
35.4
44.2
61.2
72.4
97.5

Pipe Pipe 10 - Year

Diameter Capacity Capacity

(in) (cfs) Yes / No
30 41.3 YES
36 67.0 YES
30 50.5 NO
33 58.2 YES
36 73.4 YES
30 45.2 NO
33 58.2 YES
42 101.0 YES
48 128.8 YES
54 176.2 YES



Appendix A-5: Existing Trunk Storm Sewer Estimated Capacity

Pipe Designation

Flow
From

Flow
To

Drainage
Area
(Ac)

CASCADE CREEK DISTRICT

CC3.35
CC3.36
CC3.37
CC3.38
CC3.40
CC3.41
CC3.42
CC3.43
CC3.44
CC3.45
CC4.1
CC4.2
CC4.3
CC4.6
CC4.7
CC4.8
CC4.9
CC4.10
CC4.11
CC4.12
CC4.15
CC4.16
CC4.17
CC4.18
CC4.20
CC4.22
CC4.25
CC4.26
CC4.28
CC4.27
CC4.29
CC4.30
CC2.20
CC2.22
CC2.23

CC3.36
CC3.38
CC3.38
CC3.39
CC3.41
CC3.42
CC3.45
CC3.44
CC3.45
CC3.46
CC4.2
CC4.3
CC4.4
CC4.7
CC4.11
CC4.9
CC4.11
CC4.11
CC4.12
CC4.13
CCA4.16
CC4.17
CC4.18
CC4.19
CC4.21
CC4.23
CC4.28
CC4.28
CC4.31
CC4.29
CC4.30
CC4.31
CccC2.21
CC2.24
CC2.24

Appendix A-5: Existing Trunk Storm Sewer

23.3
29.7
12.9
46.4
31.8
40.7
67.3
43.5
80.1
157.5
72.4
116.4
147.9
43.2
50.1
13.4
27.4
21.5
121.9
146.7
34.2
41.1
49.9
62.8
40.1
56.3
76.1
85.2
175.5
27.1
40.2
43.7
110.2
154.7
23.5

Pipe

Pipe

10 - Year

Diameter Capacity Capacity

(in)

30
33
30
48
30
36
42
33
42
60
36
42
48
30
33
36
36
33
54
66
36
42
48
54
42
48
42
42
60
30
36
42
72

(2) 48
30

(cfs)

43.3
53.2
41.3
144.0
48.8
67.0
101.0
53.2
101.0
218.2
76.4
115.1
164.2
50.5
65.1
67.0
67.0
53.2
197.0
336.0
47.4
71.4
96.6
132.2
95.8
136.6
123.7
123.7
260.7
41.3
73.4
101.0
423.5
288.1
45.2

Yes / No

YES
YES
YES
YES
YES
YES
YES
NO
YES
YES
NO
NO
YES
NO
YES
YES
YES
YES
YES
YES
NO
NO
NO
YES
NO
YES
YES
YES
YES
NO
YES
YES
YES
YES
YES



Appendix A-5: Existing Trunk Storm Sewer Estimated Capacity

Pipe Designation

Flow
From

CC2.25
CC2.26
CC2.27
CC2.28
CC2.29

Flow
To

CC2.27
CC2.27
CC2.28
CC2.29
CC2.30

Appendix A-5: Existing Trunk Storm Sewer

Drainage
Area
(Ac)

34.1
40.1
81.1
94.5
103.9

Pipe Pipe 10 - Year
Diameter Capacity Capacity
(in) (cfs) Yes / No
42 101.0 YES
30 50.5 YES
48 144.0 NO
54 197.0 YES
66 336.0 YES



Appendix A-5: Existing Trunk Storm Sewer Estimated Capacity

Pipe Designation @ Drainage Pipe Pipe 10 - Year
Flow Flow Area Diameter Capacity Capacity
From To (Ac) (in) (cfs) Yes / No

HADLEY VALLEY CREEK DISTRICT

HV1.61 HV1.62 37.2 30 55.3 YES
HV1.62 HV1.63 62.5 33 78.8 YES
HV1.63 HV1.64 81.2 42 101.0 YES
HV1.64 HV1.65 92.2 48 144.0 YES

Appendix A-5: Existing Trunk Storm Sewer 4



Appendix A-5: Existing Trunk Storm Sewer Estimated Capacity

Pipe Designation

Flow
From

Flow
To

KINGS RUN DISTRICT

KR1.44
KR1.60
KR1.61
KR1.62
KR1.63
KR1.68
KR1.69
KR1.70
KR2.40
KR2.41
KR2.42
KR2.44
KR2.45
KR2.46
KR2.47
KR2.48
KR2.33 prop
KR2.50
KR2.52
KR2.53
KR2.54
KR2.56
KR2.57
KR2.58
KR2.59
KR2.62
KR2.63
KR2.65
KR2.68
KR2.69
KR2.70
KR3.5
KR3.6
KR3.7
KR3.10

KR1.60
KR1.61
KR1.62
KR1.63
KR1.64
KR1.69
KR1.70
KR1.71
KR2.41
KR2.42
KR2.43
KR2.45
KR2.46
KR2.47
KR2.48
KR2.33 prop
KR-P2.7
Ditch
KR2.53
KR2.54
KR2.55
KR2.57
KR2.58
KR2.59
KR2.60
KR2.63
KR2.64
KR2.36 prop.
KR2.69
KR2.70
KR-P2.11
KR3.6
KR3.7
KR3.8
KR3.11

Appendix A-5: Existing Trunk Storm Sewer

Drainage
Area
(Ac)

27.5
44.6
62.6
76.12
86.3
22
28.5
37.1
26.5
34.5
0
34.9
51.2
72.5
87.8
106.7
139
27.1
19.1
25.9
46.9
33.9
61.3
78.7
97.6
32.1
42.2
21.1
14.8
26.2
37.5
25.6
38.4
69.8
29.2

Pipe

Pipe

10 - Year

Diameter Capacity Capacity

(in)

30
33
36
42
48
30
33
36
33
36
48
30
36
42
48
54
54
30
30
36
42
30
36
42
48
33
36
30
30
36
42
30
33
36
30

(cfs)

45.2
58.2
73.4
110.6
157.8
45.2
58.2
73.4
58.2
73.4
229.3
50.5
82.1
123.7
176.4
241.3
215.8
45.2
41.3
67.0
101.0
50.5
82.1
110.6
157.8
58.2
73.4
45.2
41.3
67.0
101.0
45.2
58.2
73.4
45.2

Yes / No

YES
YES
YES
YES
YES
YES
YES
YES
NO
NO
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
NO
NO
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
NO
NO



Appendix A-5: Existing Trunk Storm Sewer Estimated Capacity

Pipe Designation

Flow
From

KR3.11
KR3.12
KR3.14
KR3.15
KR3.18
KR3.19
KR3.20
KR3.22
KR3.23
KR3.26
KR3.27
KR3.29
KR3.30
KR3.31
KR3.34
KR3.37
KR3.38
KR3.39
KR3.40
KR3.42
KR3.44
KR3.46
KR3.47
KR3.48
KR3.49
KR3.50
KR3.55
KR3.56
KR3.57
KR3.58
KR3.59
KR3.60

Flow
To

KR3.12
KR3.13
KR3.16
KR3.16
KR3.19
KR3.20
KR3.21
KR3.24
KR3.24
KR3.27
KR3.28
KR3.30
KR3.31
KR3.40
KR3.39
KR3.38
KR3.39
KR3.40
KR3.41
KR3.43
KR3.45
KR3.47
KR3.48
KR3.49
KR3.50
KR3.51
KR3.56
KR3.57
KR3.58
KR3.60
KR3.60
KR3.61

Appendix A-5: Existing Trunk Storm Sewer

Drainage
Area
(Ac)

52.2
67.8
11.5
16.8
44.9
56.5
70.1
201.1
N.A.
19.5
33.6
205
222.2
290.3
34.9
33.8
37.4
191.8
469
16.5
15.2
18.9
29.4
37.1
50.5
S57.7
25.9
46.7
70.1
85.3
19.6
115.2

Pipe

Pipe

10 - Year

Diameter Capacity Capacity

(in)

36
42
36
30
30
33
36
54
54
30
48
60
42+48
48+54
30
30
30
36
60+66
30
36
30
33
36
42
48
30
33
42
54
36
54

(cfs)

67.0
101.0
67.0
41.3
50.5
65.1
82.1
197.0
215.8
41.3
144.0
285.6
268.4
373.6
45.2
45.2
45.2
73.4
653.7
45.2
67.0
41.3
53.2
67.0
101.0
144.0
41.3
58.2
101.0
197.0
67.0
197.0

Yes / No

YES
YES
YES
YES
NO
YES
YES
YES
N.A.
YES
YES
YES
YES
YES
NO
NO
NO
NO
YES
YES
YES
YES
YES
YES
YES
YES
YES
NO
YES
YES
YES
YES



Appendix A-5: Existing Trunk Storm Sewer Estimated Capacity

Pipe Designation

Flow
From

SILVER CREEK DISTRICT

SC1.65
SC1.66
SC1.67
SC1.68
SC1.70
SC1.71

Flow
To

SC1.66
SC1.67
SC1.68
SC1.69
SC1.71
SC1.72

Appendix A-5: Existing Trunk Storm Sewer

Drainage
Area
(Ac)

28.9
39.2
49.6
62.9
19.5
32.1

Pipe Pipe 10 - Year
Diameter Capacity Capacity
(in) (cfs) Yes / No

30 45.2 YES

36 73.4 YES

42 110.6 YES

48 157.8 YES

36 59.9 YES

42 95.8 YES



Appendix A-5: Existing Trunk Storm Sewer Estimated Capacity

Pipe Designation

Flow
From

ZUMBRO RIVER DISTRICT

ZR3.5
ZR3.6
ZR3.10
ZR3.11
ZR3.12
ZR3.13
ZR3.14
ZR3.15
ZR3.20
ZR3.21
ZR3.23
ZR3.27
ZR3.28
ZR3.29
ZR3.30
ZR3.31
ZR3.32
ZR3.33
ZR3.34
ZR3.35
ZR3.36
ZR3.37
ZR3.38
ZR3.39
ZR3.40
ZR3.44
ZR3.45
ZR3.46
ZR3.47
ZR3.48
ZR3.50
ZR3.51
ZR3.55
ZR3.56
ZR3.58

Flow
To

ZR3.6
ZR-P3.3a
ZR3.11
ZR3.14
ZR3.13
ZR3.14
ZR3.15
ZR3.16
ZR3.21
ZR3.22
ZR3.24
ZR3.28
ZR3.29
ZR3.30
ZR3.34
ZR3.32
ZR3.33
ZR3.34
ZR3.35
ZR3.39
ZR3.37
ZR3.38
ZR3.39
ZR3.40
ZR3.41
ZR3.45
ZR3.46
ZR3.48
ZR3.48
ZR3.49
ZR3.51
ZR3.52
ZR3.56
ZR3.57
ZR3.59

Appendix A-5: Existing Trunk Storm Sewer

Drainage
Area
(Ac)

40.4
46.8
12.2
25.4
13.4
16.2
45.8
57.7
16.2
67.9
69.3
49.3
88.1
107.2
145.8
23.1
30.9
42.1
230.6
337.4
35.2
53.2
58.9
401.4
419.3
31.4
46.7
63.3
16.7
91
28.2
51.7
27.4
38.7
40.8

Pipe

Pipe

10 - Year

Diameter Capacity Capacity

(in)

33
36
30
33
30
33
42
48
36
42
42
33
42
48
54
30
33
48
72
90
36
48
54
90
84
36
42
48
30
54
30
48
33
42
33

(cfs)

53.2
67.0
41.3
58.2
41.3
53.2
101.0
144.0
67.0
101.0
101.0
53.2
101.0
120.5
164.8
41.3
53.2
144.0
328.0
593.9
67.0
144.0
197.0
593.9
533.9
59.9
84.5
120.5
36.9
176.2
41.3
144.0
53.2
101.0
65.1

Yes / No

NO
YES
YES
YES
YES
YES

NO
YES
YES

NO
YES

NO

NO
YES
YES

NO
YES
YES
YES
YES

NO
YES
YES
YES
YES
YES
YES
YES
YES
YES

NO

NO
YES
YES

NO



Appendix A-5: Existing Trunk Storm Sewer Estimated Capacity

Pipe Designation

Flow
From

ZR3.59
ZR3.60
ZR3.65
ZR3.66
ZR3.67
ZR3.68
ZR3.71
ZR3.72
ZR4.5
ZR4.6
ZR4.8
ZR4.9
ZR4.10
ZR4.11
ZR4.12
ZR4.14
ZR4.15
ZR4.16
ZR4.17
ZR4.18
ZR4.20
ZR4.21
ZR4.23
ZR4.25
ZR4.27
ZR4.30
ZR4.31
ZR4.32
ZR4.34
ZR4.35
ZR4.36
ZR4.37
ZR4.38
ZR4.39
ZR4.40
ZR4.41
ZR4.42

Flow
To

ZR3.60
ZR3.61
ZR3.66
ZR3.67
ZR3.68
ZR3.69
ZR3.72
ZR3.73
ZR4.8
ZR4.8
ZR4.9
ZR4.10/4.14
ZR4.11
ZR4.12
ZR4.13
ZR4.15
ZR4.16
ZR4.17
ZR4.18
ZR4.19
ZR4.21
ZR4.22
ZR4.24
ZR4.26
ZR4.28
ZR4.31
ZR4.32
ZR4.33
ZR4.35
ZR4.36
ZR4.37
ZR4.38
ZR4.42
ZR4.40
ZR4.41
ZR4.42
ZR4.46

Appendix A-5: Existing Trunk Storm Sewer

Drainage
Area
(Ac)

61.4
66
21.1
36.5
45.5
59.9
21.9
28.8
11.2
7.1
38.1
46.9
8.9
18.2
24.9
7.1
14.2
23.5
20.5
32.2
11.7
14.1
13.1
7.5
8.2
29.8
44.1
58.5
34.9
85.7
98.2
18.7
141.1
40.1
47.7
58.5
177.9

Pipe

Pipe

10 - Year

Diameter Capacity Capacity

(in)

36
48
30
33
36
48
30
42
36
48
72
48
60
72
78
54
48
54
54
60
30
36
30
48
60
30
36
42
33
36
42
30
48
30
36
42
54

(cfs)

76.4
164.2
41.3
58.2
82.1
144.0
45.2
90.3
47.4
101.8
299.5
193.5
184.4
299.5
370.5
139.3
111.6
152.6
152.6
202.0
32.0
47.4
29.2
101.8
184.4
55.3
89.9
115.1
71.3
89.9
1355
55.3
176.4
55.3
89.9
135.5
264.3

Yes / No

NO
YES
NO
NO
NO
YES
NO
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
NO
YES
NO
YES
YES
YES
YES
YES
YES
NO
NO
YES
YES
YES
YES
YES
YES



Appendix A-5: Existing Trunk Storm Sewer Estimated Capacity

Pipe Designation

Flow
From

ZR4.43
ZR4.44
ZR4.45
ZR4.46
ZR4.47
ZR4.48
ZR4.49
ZR4.51
ZR4.52
ZR4.53
ZR4.54
ZR4.55
ZR4.56
ZR4.60
ZR4.61
ZR4.62
ZR4.63
ZRA4.65
ZR4.66
ZR4.68
ZR4.69
ZR4.71
ZRA4.72
ZR4.74
ZRA4.75
ZRA. 77
ZRA4.78

Flow
To

ZR4.44
ZR4.45
ZR4.46
ZR4.48
ZR4.48
ZR4.49
ZR4.50
ZR4.52
ZR4.53
ZR4.56
ZR4.55
ZR4.56
ZR4.57
ZR4.61
ZR4.62
ZR4.63
ZR4.64
ZR4.66
ZR4.67
ZR4.69
ZR4.70
ZR4.72
ZR4.73
ZR4.75
ZR4.76
ZR4.78
ZR4.79

Appendix A-5: Existing Trunk Storm Sewer

Drainage
Area
(Ac)

22.9
38.8
45.3
237.2
16.4
252.3
261.2
14.5
21.9
31.4
32.3
53.9
91.1
21.4
47.3
81.2
117.1
125.2
139.2
125.2
142.1
19.3
28.3
43.1
57.2
51.3
61.9

10

Pipe

Pipe

10 - Year

Diameter Capacity Capacity

(in)

30
33
36
60
30
54
60
30
33
36
33
42
48
30
36
42
42
30
33
33
36
33
36
30
33
30
36

(cfs)

41.3
71.3
89.9
349.8
41.3
264.3
349.8
35.7
46.0
67.0
58.2
101.0
157.8
41.3
82.1
123.7
142.8
50.5
65.1
65.1
82.1
53.2
67.0
50.5
65.1
62.6
94.8

Yes / No

YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
YES
Pres. Flow
Pres. Flow
Pres. Flow
Pres. Flow
YES
YES
YES
YES
NO
YES



